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This manual contains important information with respect to 

the installation, the starting up and the maintenance of the 

appliance.

This manual must be provided to the user, who will read it 

carefully and keep it in a safe place.

Essential recommendations for safety

•  It is prohibited to carry out any modifications to 
the appliance without the manufacturer’s prior 
and written agreement.

•  The product must be installed by a qualified 
engineer, in accordance with applicable local 
standards and regulations.

•  The installation must comply with the instructions 
contained in this manual and with the standards 
and regulations applicable to heating systems. 

•  Failure to comply with the instructions in this 
manual could result in personal injury or a risk of 
environmental pollution.

•  The manufacturer declines all liability for 
any damage caused as a result of incorrect 
installation or in the event of the use of appliances 
or accessories that are not specified by the 
manufacturer.

We accept no liability should any damage result from the failure to comply with the instructions contained in this technical manual.

Essential recommendations for the correct operation 
of the appliance

•  In order to ensure that the appliance operates 
correctly, it is essential to have it serviced by a 
certified installer or maintenance contractor every 
year.

•  In case of anomaly, please call your service 
engineer.

•  Faulty parts may only be replaced by genuine 
factory parts.

General remarks

•  The availability of certain models as well as their 
accessories may vary according to markets.

•  The manufacturer reserves the right to change 
the technical characteristics and features of 
its products without prior notice. Please check 
for an updated version of this manual in the 
documentation page on the website www.acv.
com.

•  In spite of the strict quality standards that ACV 
applies to its appliances during production, 
inspection and transport, faults may occur.  Please 
immediately notify your approved installer of any 
faults.

Before carrYing out anY WorK on the 

Boiler, maKe sure that all electrical 

supplies are isolated.

MaKe sure that the Wiring sYstem and 

the poWer input lines are designed 

and installed BY a registered companY, 

in compliance With the applicaBle 

regulations.

Do not store anY flammaBle or 

corrosiVe products, paint, solVents, 

salts, chloride products and other 

detergent products near the appliance.

This appliance is not intended for 

use BY persons (including children) 

With reduced phYsical, sensorY 

or mental capaBilities, or lacK of 

eXperience and KnoWledge, unless 

superVised or unless theY haVe 

Been giVen instructions concerning 

the use of the appliance BY a person 

responsiBle for their safetY.

Children shall not plaY With the 

appliance.

GENERAL SAFETY INSTRUCTIONS FOR ELECTRIC APPLIANCES
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MEANING OF SYMBOLS

Symbols on the packaging

Fragile

Keep dry

Keep standing, up

Danger of tipping over

Hand truck or pallet truck required 
for transport

Symbols on the appliance

Domestic Hot Water circuit

Primary circuit

Electricity

Symbols in the manual

Essential recommendation for safety 
(of persons and equipment)

Essential recommendation for elec-
trical safety (electrical hazard)

Essential recommendation for the 
correct operation of the appliance or 
the system

General remark 

Safety valve connected to the sew-
age system

Connection to the sewage system

WHAT TO CHECK ON A REGULAR BASIS

Essential recommendations for the correct 
operation of the appliance

•  Check regularly that the system water 
pressure is at least 1 bar when cold. If the 
pressure drops below 0.5 bar, the built-
in pressure sensor blocks the appliance 
until the pressure exceeds 0.8 bar.

•  If it is required to top up the system to 
maintain the minimum recommended 
water pressure, always turn the appliance 
off and only add small amounts of water 
at a time. If a large amount of cold water 
is added in a hot boiler, the appliance can 
be damaged definitively.

•  If the system needs to be refilled 
repeatedly with water, or if there is water 
on the floor under the boiler, contact your 
service engineer.

BOILER MARKING

Location: Back panel

The part number (Code) and serial number 
(S/N) of the appliance are indicated on its 
rating plate and must be provided to ACV in 
case of warranty claim. Failure to do so will 
make the claim void.

EN
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PRODUCT DESCRIPTION

This floor-standing electric boiler is available in  
4 models:

• The E-Tech S 160 single phase model is supplied 

with 230 Volt.

• The E-Tech S 160 / 240 / 380 three-phase mod-

els are supplied with 400 Volt.

USING THE CONTROL PANEL

1. Temperature-pressure gauge - This gauge 
displays the boiler temperature and the pres-
sure inside the primary circuit. -  

2. Control thermostat - Allows to define the tem-
perature setpoint for the primary circuit. 

 On E-Tech S 160-240, each number around 
the dial corresponds to a specific temperature:

 1 = 25°C   2 = 40°C   3 = 55°C   4 = 70°C  5 = 85°C

 On E-TEch S 380, the two-stage control ther-
mostat is adjustable from 60 at 85°C.

3. Manual reset high limit thermostat - If the 
boiler temperature exceeds 103°C, the safe-
ty  device is activated and the indicator light 
is turned on. Refer to "Resetting the High Limit 

Safety Thermostat" on page 21 for the reset 
procedure.

4. Overheating Indicator light - The lamp turns 
on when the safety thermostat is activated be-
cause the primary circuit temperature is too 
high (103°C).

5. ON/OFF switch - to start and stop the appli-
ance.

6 & 7  Power level switches - The control panel is 
comprised of two switches that allow the user 
to select the power of the appliance. When 
only the first switch is pushed in, the power of 
the boiler is limited to the first stage, i.e. about 
half the total power. For operation at full pow-
er, both switches must be pushed in.

8. Summer/Winter switch - Allows the operation 
of the boiler for the exclusive production of 
Domestic Hot Water, if an external tank is in-
stalled. 

9. Booster switch

10. Booster indicator light

11. On peak indicator light 

12. Location for optional internal controller - Re-
fer to the manual provided with the accessory.

1 2

E-Tech S

1

5

43

2

1

6 8

72 5

4

312

E-Tech SI II Booster 1h

ON PEAK 60

85

11 1

6 8 9 10

7 25

4

3

12

E-Tech 160 & 240

E-Tech 380
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Also refer to " " on page 4 of ML manual for the complete wiring diagrams.

ELECTRICAL CHARACTERISTICS

The maximum power can be adjusted for all models by acting on the control panel switches.

Models Level 1 Level 2

E-Tech S 160 single phase and three-phase kW 9,6 (66%) 4,8 (33%)

E-Tech S 240 three-phase kW 14,4 (50%) 14,4 (50%)

E-Tech S 380 three-phase kW 14,4 (50%) 14,4 (50%)

The maximum power can be limited for this model by acting on the terminal bridges S8 or TB2.

Models Min Max

E-Tech S 160 single phase and three-phase kW 7,2 14,4

E-Tech S 240 three-phase kW 14,4 28,8

E-Tech S 380 three-phase kW 7,2 28,8

E-TECH S

MAIN CHARACTERISTICS
160 240 380

Mono Tri Tri Tri

Power

max kW 14,4 14,4 28,8 28,8

min kW 7,2 7,2 14,4 7,2

A 63 21 42 42

Rated voltage V 2 x 230 3 x 400 + N 3 x 400 + N 3 x 400 + N

Rated frequency Hz 50 50 50 50

Ohmic resistance of heating elements Ohm 22 22 22 22

Heating element type kW 2 x 2,4 2 x 2,4 2 x 2,4 2 x 2,4

Number of heating elements 6 6 6 7

SIZING THE SUPPLY WIRES

The supply wires are sized depending of the type 
and current of the Magnetic Circuit Breaker (MCB), 
the latter being sized according to the nominal cur-
rent of the boiler. 

The admissible current of the supply wires depends 
on the ambient temperature, the section and length 
of the wires, the wires insulation, the wires assembly, 
the type of installation and the environment.

The following values are provided for information, 
considering  an ambient temperature of 30°C and a 
maximal length of 5 meters. In all the cases, the in-
stallation must be performed in accordance with the 
applicable Wiring Regulations.

Nominal section 

(mm)

Nominal current of the 

MCB (A)

1.5 16

2.5 25

4 32

6 40

10 63

16 80

EN
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HYDRAULIC CHARACTERISTICS

DHW PERFORMANCE

E-TECH S

Main Characteristics 160 240 380

Capacity (primary) L 68 86 131

Capacity (DHW) L 99 164 263

Total capacity L 167 250 394

Primary circuit expansion vessel volume L 12 12 2 X 8

Heating connection Ø 1” [F] 1” [F] 1” [F]

DHW connection Ø 3/4” [M] 3/4” [M] 1”1/2 [M]

Auxiliary connection Ø 3/4” [F] 3/4’ [F] 1”1/2 [M]

Domestic hot water performance (cold drink water at 10°C) E-TECH S

Operating conditions at 80 °C 160 240 380

Constant flow at 40 °C [∆T = 30 K] L/h 413 827 827

Peak flow at 40 °C [∆T = 30 K] L/10’ 356 545 875

Peak flow at 40 °C [∆T = 30 K] L/60’ 700 1234 1564

Tank refill time at 60 °C

Initial heating time minutes 36 41 67

After drawing off 140 litres at 45 °C minutes 16 12 12

MAXIMUM OPERATING CONDITIONS

Maximum Service Pressure 
• Primary circuit :  ............................................................................................  3 bar
• DHW circuit :  ............................................................................................. 8,6 bar
• Recommended pressure relief valve (central heating) :  ................  3 bar
• Recommended pressure relief valve (DHW) :  .................................... 7 bar

Mains supply pressure
- Max 6 bar, without a pressure reducing valve being required (to avoid discharge of the safety pressure valve)

Maximum Operating Conditions
• Maximum temperature (primary) :  .........................................................  85°C
• Maximum temperature (DHW) :  .............................................................  85°C

Water Quality

Refer to "Recommendations for the prevention of corrosion and scaling in Heating Systems" on page 8

EN
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RECOMMENDATIONS FOR THE PREVENTION OF CORROSION AND SCALING IN 
HEATING SYSTEMS

How oxygen and carbonates can aff ect the 

heating system

Oxygen and dissolved gasses in the water of the prima-
ry circuit contribute to the oxidation and the corrosion of 
the system components that are made of ordinary steel 
(radiators, ...). The resulting sludge is then deposited in 
the appliance exchanger.

The combination of carbonates and carbon dioxide in 
the water results in the formation of scale on the hot 
surfaces of the installation, including those of the appli-
ance exchanger.

These deposits in the heat exchanger reduce the wa-
ter fl ow rate and thermally insulate the exchange sur-
faces, which is likely to damage them.

Sources of oxygen and carbonates in the heat-

ing circuit

The primary circuit is a closed circuit; the water it con-
tains is therefore isolated from the mains water. When 
maintaining the system or fi lling up the circuit, water re-
newal results in the addition of oxygen and carbonates 
in the primary circuit. The larger the water volume in 
the system, the larger the addition.

Hydraulic components without an oxygen barrier (PE 
pipes and connections) admit oxygen into the system.

Prevention Principles

1. Clean the existing system before installing a new 
appliance

Before the system is fi lled, it must be cleaned in accord-
ance with standard EN14336. Chemical cleaning agents 
can be used.

If the circuit is in bad condition, or the cleaning operation 
was not effi  cient, or the volume of water in the installation 
is substantial (e.g. cascade system), it is recommended 
to separate the appliance from the heating circuit using 
a plate-to-plate exchanger or equivalent. In that case, it 
is recommended to install a hydrocyclone or magnetic 
fi lter on the installation side.

2. Limit the fi ll frequency

Limit fi ll operations. In order to check the quantity of wa-
ter that has been added into the system, a water meter 
can be installed on the fi lling line of the primary circuit.

Automatic fi lling systems are not recommended unless 
the fi ll frequency is monitored and the scale and corro-
sion inhibitor remain at the correct levels.

If your installation requires frequent water refi lling, make 
sure your system is free of water leaks.

Inhibitors may be used in accordance with standard 
EN 14868.

3. Limit the presence of oxygen and sludge in the 
water

A deaerator (on the appliance fl ow line) combined 
with a dirt separator (upstream of the appliance) must 
be installed according to the manufacturer's instruc-
tions.

ACV recommends using additives that keep the ox-
ygen in solution in the water, such as Fernox (www.
fernox.com) and Sentinel (www.sentinel-solutions.net) 
products.

The additives must be used in accordance with the 
instructions issued by the manufacturer of the water 
treatment product.

4. Limit the carbonate concentration in the water

The fi ll water must be softened if its hardness is high-
er than 20° fH (11,2° dH).

Check regularly the water hardness and enter the val-
ues in the service log.

Water hardness table :

5. Control the water parameters

In addition to the oxygen and the water hardness, oth-
er parameters of the water must be checked.

Treat the water if the measured values are outside the 
range.

Water hardness °fH °dH mmolCa(HCO3)2 / l

Very soft 0 - 7 0 - 3.9 0 - 0.7

Soft 7  - 15 3.9 - 8.4 0.7 - 1.5

Fairly hard 15 - 25 8.4 - 14 1.5 - 2.5

Hard 25 - 42 14 - 23.5 2.5 - 4.2

Very hard > 42 > 23.5 > 4.2

Acidity 6,6 < pH < 8,5

Conductivity < 400 μS/cm (at 25°C)

Chlorides < 125 mg/l

Iron < 0,5 mg/l

Copper < 0,1 mg/l

EN
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G3 REQUIREMENTS AND GUIDANCE   

Discharge pipe from safety valves

The Building Regulation G3 requires that any discharge 
from an unvented system is conveyed to where it is visi-
ble, but will not cause danger to persons in or about the 
building. 

The tundish and discharge pipes should be fitted in ac-
cordance with the requirements and guidance notes of 
Building Regulation G3. The G3 Requirements and Guid-
ance sections 3.50 - 3.63 are detailed below.

For discharge pipe arrangements not covered by G3 
Guidance advice should be sought from your local Build-
ing Control Officer. 

Main characteristics :
• Any discharge pipe connected to the pressure relief 

devices (Expansion Valve and Temperature/Pressure 
Relief Valve) must be installed in a continuously 
downward direction and in a frost free environment. 

• Water may drip from the discharge pipe of the 
pressure relief device. 

• This pipe must be left open to the atmosphere. 
• The pressure relief device is to be operated regularly 

to remove lime deposits and to verify that it is not 
blocked.

A typical discharge pipe arrangement is shown below. 

General remarks

• Discharge pipe-work D2 can now be a plastic 

pipe but only pipes that have been tested to 

a minimum 110°C must be used.

• Discharge pipe D2 can now be plumbed 

into the soil stack but only soil stacks that 

can handle temperatures of 99°C or greater 

should be used.

Extract from “The Building Regulation G3” :

Discharge pipe D1

3.50  Safety devices such as temperature relief valves or 
combined temperature and pressure and pressure 
relief valves (see paragraphs 3.13 or 3.18) should 
discharge either directly or by way of a manifold 
via a short length of metal pipe (D1) to a tundish.

3.51  The diameter of discharge pipe (D1) should be not 
less than the nominal outlet size of the temperature 
relief valve.

3.52  Where a manifold is used it should be sized to ac-
cept and discharge the total discharge from the 
discharge pipes connected to it.

3.53  Where valves other than the temperature and pres-
sure relief valve from a single unvented hot water 
system discharge by way of the same manifold that 
is used by the safety devices, the manifold should 
be factory fitted as part of the hot water storage 
system unit or package.

Tundish

3.54  The tundish should be vertical, located in the same 
space as the unvented hot water storage system 
and be fitted as close as possible to, and lower 
than, the valve, with no more than 600mm of pipe 
between the valve outlet and the tundish.

Note:  To comply with the Water Supply (Water Fittings) 
Regulations, the tundish should incorporate a sui-
table air gap.

3.55  Any discharge should be visible at the tundish. In 
addition, where discharges from safety devices may 
not be apparent, e.g. in dwellings occupied by people 
with impaired vision or mobility, consideration should 
be given to the installation of a suitable safety device 
to warn when discharge takes place, e.g. electronical-
ly operated.

600mm maximum

300mm minimum

temperature relief valve to tundish

Metal discharge pipe (D2) tundish with 

continuous fall. See 3.56, Table G3 and 

worked example

Tundish

Discharge below fixed 

grating (3.61 gives 

alternative points of 

discharge)

Fixed grating

Trapped gulley

Figure G3: Typical discharge pipe arrangement

EN
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Discharge pipe D2

3.56  The discharge pipe (D2) from the tundish should:
 (a) have a vertical section of pipe at least 300mm 

long below the tundish before any elbows or bends in 
the pipework; and

 (b) be installed with a continuous fall thereafter of at 
least 1 in 200.

3.57  The discharge pipe (D2) should be made of:
 (a) metal; or
 (b) other material that has been demonstrated to 

be capable of safely withstanding temperatures of 
the water discharged and is clearly and permanent-
ly marked to identify the product and performance 
standard (e.g. as specified in the relevant part of BS 
7291)

3.58  The discharge pipe (D2) should be at least one pipe 
size larger than the nominal outlet size of the safety 
device unless its total equivalent hydraulic resis-
tance exceeds that of a straight pipe 9m long, i.e. for 
discharge pipes between 9m and 18m the equivalent 
resistance length should be at least two sizes lar-
ger than the nominal outlet size of the safety device; 
between 18 and 27m at least 3 sizes larger, and so 
on; bends must be taken into account in calculating 
the flow resistance. See figure, table and the worked 
example.

3.59  Where a single common discharge pipe serves more 
than one system, it should be at least one pipe size 
larger than the largest individual discharge pipe (D2) 
to be connected.

3.60  The discharge pipe should not be connected to a soil 
discharge stack unless it can be demonstrated that 
that the soil discharge stack is capable of safely wit-
hstanding temperatures of the water discharged, in 
which case, it should:

 (a) contain a mechanical seal, not incorporating a wa-
ter trap, which allows water into the branch pipe wit-
hout allowing foul air from the drain to be ventilated 
through the tundish;

 (b) be a separate branch pipe with no sanitary ap-
pliances connected to it;

 (c) if plastic pipes are used as branch pipes carrying 
discharge from a safety device they should be either 
polybutalene (PB) to Class S of BS 7291-2:2006 or 
cross linked polyethylene (PE-X) to Class S of BS 
7291-3:2006; and (d) be continuously marked with 
a warning that no sanitary appliances should be 
connected to the pipe.

Note:

1. Plastic pipes should be joined and assembled with fit-
tings appropriate to the circumstances in which they 
are used as set out in BS EN ISO 1043-1.

2. Where pipes cannot be connected to the stack it may 
be possible to route a dedicated pipe alongside or in 
close proximity to the discharge stack.

Termination of discharge pipe

3.61  The discharge pipe (D2) from the tundish should ter-
minate in a safe place where there is no risk to per-
sons in the vicinity of the discharge.

3.62  Examples of acceptable discharge arrangements 
are:

 (b) to a trapped gully with the end of the pipe below a 
fixed grating and above the water seal;

 (c) downward discharges at low level; i.e. up to 100mm 
above external surfaces such as car parks, hard 
standings, grassed areas etc. are acceptable provi-
ding that a wire cage or similar guard is positioned to 
prevent contact, whilst maintaining visibility; and

 (d) discharges at high level: e.g. into a metal hopper 
and metal downpipe with the end of the discharge 
pipe clearly visible or onto a roof capable of withstan-
ding high temperature discharges of water and 3m 
from any plastic guttering system that would collect 
such discharges.

3.63  The discharge would consist of high temperature 
water and steam. Asphalt, roofing felt and non-me-
tallic rainwater goods may be damaged by such 
discharges.

V a l v e 

o u t l e t 

size

Minimum size of 

discharge pipe D1

Minimum size of 

discharge pipe D2 

from tundish

Maximum resistance 

allowed, expressed 

as a length of straight 

pipe (i.e. no elbows or 

bends)

R e s i s t a n c e 

created by each 

elbow or bend.

G½ 15mm

22mm

28mm

35mm

Up to 9m

Up to 8m

Up to 27m

0.8m

1.0m

1.4m

G¾ 22mm

28mm

35mm

42mm

Up to 9m

Up to 8m

Up to 27m

1.0m

1.4m

1.7m

G1 28mm

35mm

42mm

54mm

Up to 9m

Up to 8m

Up to 27m

1.4m

1.7m

2.3m

Table G3 – Sizing of copper discharge pipe ‘D2’ for common temperature relief valve outlet sizes

EN
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TOOLS REQUIRED FOR THE INSTALLATION

SAFETY INSTRUCTIONS FOR THE INSTALLATION

General remarks

•  The connections (electrical, hydraulic) must be 
carried out in accordance with current applicable 
standards and regulations.

Essential recommendations for the correct 
operation of the appliance

•  The boiler must be installed in a dry and protected 
area, with an ambient temperature comprised 
bewtween 0°C and 45°C.

•  Install the appliance to ensure easy access at all 
times.

•  Make sure to install a pressure reducing valve set 
at 4.5 bar if the mains supply pressure is in excess 
of 6 bar.

Essential recommendations for safety

• Install the boiler on a base made of non-
combustible materials. 

•  Do not use or store any flammable, explosive or 
corrosive products, such as paint, solvents, salts, 
chloride products and other detergent products 
near the appliance

• This appliance is not constructed for installation 
in zone 3.

Essential recommendations for the electrical 
safety

•  Only an approved installer is authorized to carry 
out the electrical connections.

• The appliance must be connected to the earth.

•  Install a 2-way switch and a fuse or circuit breaker 
of the recommended rating outside the appliance, 
so as to be able to shut power down when 
servicing the appliance or before performing any 
operation on it. 

•  Isolate the external electrical supply of the 
appliance before performing any operation on the 
electrical circuit.

•  This appliance is not intended for use by persons 
(including children) with reduced physical, sensory 
or mental capabilities, or lack of experience and 
knowledge, unless supervised or unless they 
have been given instruction concerning the use 
of the appliance by a person responsible for their 
safety.

EN
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PACKAGE CONTENTS

The E-Tech S boilers are delivered assembled and 
packaged.

At product reception and after removal of 
packaging, check the package contents and 
that the appliance is free of damages.

Contents of the E-Tech S 160 - 240 - 380

• Electrical boiler

• Installation, Operation and Maintenance Instructions

• Check valve *

• Safety valve *

• Drain valve *

* Installed in factory on E-Tech S 380 model

HANDLING INSTRUCTIONS

• The weight of this boiler is more than 
100Kg, which could present a risk of 
injury. Ask for help to lift it or handle it, 
and use an appropriate transport/lifting 
means.

• Bring the appliance as close as possible to 
the installation location before removing 
the packaging.

REMOVING THE BOILER FROM THE 
PACKAGING

Before removing the packaging, ensure 
that the installation area is clear and that 
there are no obstacles, that would make the 
installation difficult or unsafe.

1. Remove the packaging as well as the protection 
pieces and discard in accordance with applicable 
local regulations.

2. With help from another person and an appropri-
ate means of transport, bring the boiler to its lo-
cation of installation.

BOILER PREPARATION BEFORE 
INSTALLATION: E-TECH S 160 - 240

2 x

1 2 3

4 5

6

Essential recommendations for the correct 
operation of the system

• The drain valve and the safety valve must 
be connected to the sewer.

•  The boiler is fitted with a primary expan-
sion volume of :

 ― 12 litres for the E-Tech S 160 and 240.
 ― 2 x 8 litres for the E-Tech S 380.

•  If the expansion vessel volume is not suffi-
cient for your needs, it is possible to install 
an additional expansion vessel.

•  The  boiler is fitted with a safety valve set 
to 3 bar.

EN
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RECOMMENDATIONS FOR THE 
HYDRAULIC INSTALLATION

Essential recommendations for safety

•  The hot water output may reach 
temperatures in excess of 60°C, which 
can cause scalding! It is therefore 
necessary to install a thermostatic mixing 
valve after the appliance.

•  The DHW circuit of the system must be 
fitted with an approved safety group, 
comprised of a 7 bar safety valve, a check 
valve and a shut-off valve.

• If the boiler is not equipped with one, 
the heating circuit of the system must be 
fitted with an approved safety pressure 
relief valve, according to the pressure 
mentioned on the type plate.

• Use a two-wrench method when 
tightening field piping onto the boiler 
piping connections. Use one wrench 
to prevent the boiler connections from 
the turning and the second to tighten 
field piping. Failure to support the boiler 
piping connections could damage piping 
or cause a leak.

Essential recommendations for the correct 
operation of the appliance

•  Flush the system before connecting the 
domestic hot water circuit. Refer to the 
installation instructions.

•  Make sure to install a pressure reducing 
valve set at 4.5 bar if the mains supply 
pressure is in excess of 6 bar.

•  It is recommended to install an expansion 
vessel in the DHW circuit to prevent the 
safety valve from opening constantly and 
reduce the water hammer effect in the 
system.

• If the appliance is used as a domestic 
hot water preparation tank, a primary 
expansion vessel adapted to the boiler 
power/size and to the type of system 
must be fitted in the heating circuit (if 
there is no built-in expansion vessel, or 
if the built-in expansion vessel size is not 
sufficient).

General remark

• The circuit illustrations are basic principle 
diagrams only.

REMOVAL AND INSTALLATION OF THE 
ACCESS PANELS

EN

Installation
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HEATING CONNECTION

Make sure to install isolating valves on the system heating circuit, so as to be able to drain the boiler, 
without draining the whole system. 

Cold water

Hot water

ypical installation with internal DHW 

Description

 1. Isolating valve

 2. Pressure reducing valve

 3. Check valve

 4. DHW expansion vessel

 5. Safety valve

 6. Drain valve

 7. Grounding

 8. Draw-off tap

 9. Thermostatic mixing valve

1 2 3

1

8

4
5

6

7

9

DHW CONNECTION

E-Tech SI II Booster 1h

ON PEAK 60

85

Typical connection - high temperature

Description

1. Isolating valve

2. Heating pump

3. Filling valve

4. Check valve

5. Safety valve

6. Expansion vessel

7. Drain valve

8. Automatic air vent (built-in)

 

Cold water

Hot water

1

1 2

4

5

6

3

7

8

E-Tech SI II Booster 1h

ON PEAK 60

85

EN

Installation
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SAFETY INSTRUCTIONS FOR THE 
ELECTRICAL INSTALLATION

• Electrical connections must be carried 
out by a qualified technician, in 
accordance with regulations applicable 
to electrical systems.

•  As far as the power input to the boiler is 
concerned, the installation must comply 
with standard EN 60364-1 that define the 
applicable levels of insulation, and with 
all provisions applicable to installation 
conditions.

• For protection against electrical hazard, 
it is always recommended to install a 
differential cut-out device (Ground Fault 
Isolator) on the power supply circuit, 
upstream of the boiler.

•  The control circuit is protected by a 3A 
magnetic circuit breaker. 

• The default electrical safeties integrated 
in the boiler protect the internal parts of 
the boiler.

•  Any additional electrical safety device 
must be installed outside the boiler. 

•  For protection against overheating, it is 
advisable to place an external positive 
safety power cut-out, controlled by the 
boiler safety thermostat.

•  This appliance must be permanently 
connected to fixed wiring and must be 
earthed.

•  The wiring must be carried out by a 
competent person and in accordance 
with the current  Wiring Regulations.

E-Tech S 160

21 3 5 15 174 7 9 10 11 12 13 16 19 216 8 14 18 20 22 TB2

400 V ~ 50 Hz

POWER

TB1

L2L3 L1N

230 V ~ 50 Hz

POWER

TB1

LNPE

E-Tech S 160 
Three-phase

E-Tech S 160 
Mono Phase

ELECTRICAL CONNECTION : E-TECH S 160

 1-2 : Phase (230V ~ 50Hz)

 3-4 : Neutral

 5-6 : Time clock or controller supply (optional)

 7-8 : Safety switch

 10-11 : Stop Bridge or time clock switch control (optional)

 12-13 : Room thermostat (optional)

 14-15-16 : Heating pump

 17-18 : Relay K3 deactivated

Connecting the accessories
The electrical accessories are connected to the numbered 

terminals shown on the diagram below.

Connecting the power supply
• E-Tech S 160 Three-phase : the power circuit must 

be connected using three phases (3 x 400 V ) + 
neutral.

• E-Tech S 160 Mono Phase : the power circuit must 
be connected using one phase (1 x 230 V) + neu-
tral.

EN
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E-Tech S 380

1

2

3

4

5

6

7

8

9

01

11

21

31

41

51

61

TB2

L2

L1

L3

N

400 V ~ 50 Hz

POWER

TB1

E-Tech S 380 
Three-phase

ELECTRICAL CONNECTION : E-TECH S 380

 1-2 : Time clock or controller supply (optional)

 3-4 : Stop Bridge or time clock switch control (optional)

 5-6 : day / night signal

 7-8 : Room thermostat (optional)

 9-10 : Relay K1 deactivated

 11-12 : Relay K3 deactivated

 13-14 : Relay K2 deactivated

 15-16 : Relay K4 deactivated

Connecting the accessories
The electrical accessories are connected to the numbered 

terminals shown on the diagram below.

Connecting the power supply
E-Tech S 380 Three-phase : the power circuit must be connected 

using three phases (3 x 400 V ) + neutral.

Connecting the accessories
The electrical accessories are connected to the numbered 

terminals shown on the diagram below.

L2

L3

L1

N

400 V ~ 50 Hz

POWER

TB1

E-Tech S 240 
Three-phase

E-Tech S 240

21 3 5 15 174 7 9 10 11 12 13 16 19 216 8 14 18 20 22 TB2

Connecting the power supply
E-Tech S 240 Three-phase : the power circuit must be 

connected using three phase (3 x 400 V ) + neutral.

ELECTRICAL CONNECTION : E-TECH S 240

 1-2 : Phase (230V ~ 50Hz)

 3-4 : Neutral

 5-6 : Time clock or controller supply (optional)

 7-8 : Safety switch

 10-11 : Stop Bridge or time clock switch control (optional)

 12-13 : Room thermostat (optional)

 14-15-16 : Heating pump

 17-18 : Relay K3 deactivated

 19-20 : Relay K4 deactivated

EN
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Essential recommendations for safety

•  The components inside the boiler may only 
be accessed by an approved installer.

•  Set the water temperature in accordance with 
usage and local plumbing codes.

• Make sure that the heating circuit filling valve 
is closed once the starting up process is 
complete.

• Make sure that all connections are made and 
tight.

SAFETY INSTRUCTIONS FOR STARTING UP TOOLS REQUIRED FOR STARTING UP

Cold water

Hot water

 Put the DHW tank under pressure before pressurizing the heating (primary) circuit.

Set-up conditions

• External power supply isolated

DHW circuit fi lling procedure

1. Open the isolating valves (1) and the draw-off  tap (2).

2. Once the water flow rate has stabilized and the air is 

totally evacuated from the system, close the draw-off 

tap (2).

3. Check all the connections for leaks.

1

2

1

E-Tech SI II Booster 1h

ON PEAK 60

85

FILLING THE DHW CIRCUIT

EN
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Heating circuit fi lling procedure

1. Open boiler front panel (refer to applicable procedure in the manual).

2. Open the isolating valves (1).

3. Make sure that the drain valve (3) is tightly 

closed.

4. Open the fi lling valve (2).

5. Once the system is bled from air, bring the 

pressure to the static pressure between 1.5 

bar and 2 bar.

6. Close the fi lling valve (2).

7. Disconnect fi lling device from water supply.*

Follow-on tasks

1. Check there is no leak.

* UK specifi c reference G24.1 & G24.2 of the Water Regulations Guide.

1

1

2

3

E-Tech SI II Booster 1h

ON PEAK 60

85

FILLING THE HEATING CIRCUIT

STARTING THE BOILER

Set-up conditions

• Hydraulic and electric connections made
• External power supply isolated
• Boiler on/off switch to  “Off”
• Hydraulic circuits filled and under pressure

Procedure

Before starting the boiler, make sure that the 
air is bled from the heating circuit .

1. Activate external power supply.
2. Place the ON/OFF master switch on the ON po-

sition (  ). 
3. If a room thermostat is installed, possibly in-

crease the temperature set-point to generate a 
demand.

If the boiler heating pump does not work, the 
boiler can be damaged and its life reduced. 
Check that the pump is running properly.

4. Set the central heating and domestic hot water 
temperatures to the required values using the 
control panel.

5. After 5 minutes of operation, bleed the heating 
circuit until all air is evacuated and restore a 1.5 
bar pressure.

6. Bleed the central heating circuit once again and 
top it up with water to get the required pressure, 
if necessary.

7. Make sure that the central heating system is 
properly balanced and, if needed, adjust the 
valves to prevent certain circuits or radiators 
from getting a flow rate that is far above or be-
low the set rate.

Follow-on Task(s)

After several days of operation, re-check 
all electrical and hydraulic connections for 
tightness, as well as the system operating 
pressure. Correct and adjust as necessary.

EN
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RECOMMENDATIONS FOR THE BOILER 
MAINTENANCE

Essential recommendations for the electrical 
safety

• Before opening the boiler for maintenance, 
turn off the boiler by pushing on the ON/
OFF master switch. 

• Isolate the external power supply of 
the appliance before performing any 
operation, unless it is required to take 
measurements or perform system setup.

Essential recommendations for safety

•  Water flowing out of the drain valve may 
be extremely hot and could cause severe 
scalding.

• Do not use solvents to clean any of the 
components. The components could be 
damaged, resulting in unreliable or unsafe 
operation. BOILER SHUT-DOWN FOR 

MAINTENANCE

1. Switch the boiler off using the ON/OFF master 
switch 

2. Isolate the external power supply.

Essential recommendations for the correct 
operation of the appliance

•  It is recommended to have the boiler 
serviced at least once a year or every 
1,500 hours by a qualified technician, 
preferably at the start of the heating 
season. More frequent servicing may be 
required depending on boiler use. Please 
consult your installer for advice.

•  The boiler maintenance will be carried out 
by a qualified engineer, and the defective 
parts may only be replaced by genuine 
factory parts.

• Make sure to replace any gaskets or 
seals on the removed components before 
reinstalling them.

•  Control the tightness of the hydraulic 
circuit connections.

PERIODIC BOILER MAINTENANCE TASKS

Tasks

Frequency

Periodic 

inspection 

1 year

End-user Professional

1. Make sure that the system water pressure is at least 1 bar when cold. 

Top up the system if necessary, adding small quantities of water at a 

time. In case of repeated fills, call your installer.

X X

2. Check that there is no water on the floor next to the boiler. Call your 

installer if there is.
X X

3. Check that the thermostats and safety devices are working properly. X

4. Check that all hydraulic connections are correctly fastened and tight. X

5. Inspect the wiring and the heating elements looking for any sign of 

overheating.
X

6. Check that the screws on the connection terminal block are properly 

tightened.
X

7. Check visually the heating body: no evidence of corrosion, 

overheating or damages. Carry out all required cleaning tasks, 

repairs and replacements that might be required.

X

EN
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DRAINING THE BOILER

Essential recommendations for safety

•  Before draining the DHW tank, drain the heating (primary) circuit or bring its pressure to 0 bar.

•  Water flowing out of the drain valve may be extremely hot and could cause severe scalding. Keep 

people away from the hot water discharge.

Set-up conditions

• Boiler switched off  using the ON/OFF master switch

• External power supply isolated

• Fuel/gas supply closed

Heating circuit draining procedure 

1. Close the isolating valves (1).

2. Connect the drain valve (2) to the sewer with a hose.

3. Open the drain valve (2) to empty the heating circuit 

of the boiler.

4. Close the drain valve (2)  once the heating circuit of 

the boiler is empty.

DHW circuit draining procedure

Before draining the DHW tank, make sure that 

the heating (primary) circuit pressure is null.

1. Open fully a draw-off tap (3) for about 60 minutes 

to make sure that the DHW tank has cooled down.

2. Close the isolating valves (1).

3. Connect the drain valve (2) to the sewer with a 

hose.

4. Open the drain valve (2) and drain the DHW tank 

water to the sewer.

5. Open the draw-off tap (3) to accelerate the 

draining process. If it is located lower than the tank 

connection, open a draw-off tap located higher in 

the system.

6. Close the drain valve (2) and the draw-off tap (3) 

once the DHW tank of the boiler is empty.

Cold water

Hot water

1

1
2

1

2

3

E-Tech SI II Booster 1h

ON PEAK 60

85

E-Tech SI II Booster 1h

ON PEAK 60

85
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BOILER MAINTENANCE

Set-up conditions

• Boiler shut down using the ON/OFF switch
• External power supply isolated (through the exter-

nal electrical box)
• Boiler cooled down (if it was in operation)

Procedure

1. Remove access panels. Refer to "Removal and In-
stallation of the Access Panels" on page 13.

2. Perform a visual inspection of the boiler looking 
out for signs of water leakage from joints, expan-
sion vessel, and the area around the elements 
on top of the boiler. 

3. Perform a visual inspection of all wiring and ca-
bles in the boiler casing, checking for signs of 
overheating or burning.

4. Check all push-on electrical connectors for tight-
ness and good connection to the relative com-
ponents.

5. Using an appropriate screwdriver, check all elec-
trical terminals for tightness.

6. Check all individual circuit breakers are in the 
normal position. If some fuses have tripped, 
check the wiring and the resistance before re-
activating them.

Follow-on task(s) 

1. Restart the boiler, refer to "Starting the boiler" on 
page 18.

CHECKING THE SAFETY DEVICES

1. Check the correct operation of the thermostats 
and safety devices.

2. Check the CH and DHW safety valves.

RESETTING THE HIGH LIMIT SAFETY 
THERMOSTAT

Set-up conditions

• Boiler shut down through the ON/OFF switch
• External power supply isolated (through the ex-

ternal electrical box)
• Boiler cooled down (if it was in operation) to <60°C

Procedure

1. Unscrew and remove the cover from the safety 
thermostat.

2. Press the safety thermostat to reset it.

3. Reinstall the cover on the safety thermostat.

Follow-on task(s)

1. Activate electrical power through the external 
electrical box

2. Turn the boiler on using the ON/OFF switch.

3. Check that the overheating indicator is turned 
off.

Before carrying out any work on the system ensure that the boiler is cool and all electrical 
supplies are isolated. 

EN
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CLEARANCE

The boiler room must be large enough to allow proper 

access to the boiler. The following minimum distances 

around the boiler are required :

At the front 500 mm

Above 300 mm 

On the heating circuit connections side 150 mm 

This boilers can be connected to the heating circuit in 

any one of three directions.
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DIMENSIONS : E-TECH S 160 - 240

DIMENSIONS : E-TECH S 380

E-TECH S 160 240

Heating connection [F] Ø “ 1” 1”

DHW connection [M] Ø “ 3/4” 3/4”

Safety valve connection [M] Ø “ 1/2” 1/2”

Drain valve connection [F] Ø “ 1/2” 1/2”

Drained weight Kg 115 155

E-TECH S 380

Heating connection [F] Ø “ 1”

DHW connection [M] Ø “ 1”1/2

Safety valve connection [M] Ø “ 1/2”

Drain valve connection [F] Ø “ 1/2”

Drained weight Kg 230
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CB Circuit breaker - Disjoncteur - Magnetothermische Schakelaar - Disyuntor magnetotérmico - Interruttore magnetotermico generale ON/OFF - Sicherung

S1 ON/OFF switch + lamp - Interrupteur ON/OFF + lampe - ON/OFF- schakelaar + lampje - Interruptor ON/OFF + luz - Interruttore luminoso ON/OFF - ON/OFF-Schalter + Leuchte 

S2 Manual reset safety thermostat [103°C] - Thermostat de sécurité à réarmement manuel [103°C] - Veiligheidsthermostaat met handmatige herinschakeling [103°C] - Termostato de seguridad de 

rearme manual [103°C] - Termostato di sicurezza a riarmo manuale [103°C] - Manuell entriegelbares Sicherheitsthermostat [103°C]

PS Low-water pressure switch - Pressostat de sécurité manque d’eau - Veiligheidsdrukschakelaar watergebrek - Presostato de seguridad en caso de falta de agua - Pressostato di sicurezza 

mancanza acqua - Wassermangelsicherung

DS1 Alarm - Alarme - Alarm - Alarma - Allarme - Alarm

S3 Control thermostat - Thermostat de commande - Regelthermostaat - Termostato de mando - Termostato di comando - Einstellthermostat 

S4 Two-stage control thermostat [15-22°C / 78-85°C] - Thermostat de commande deux étages [15-22°C / 78-85°C] - Tweetraps-regelthermostaat (15-22°C / 78-85°C) -  Termostato de regulación 

dos niveles [15-22°C / 78-85°C] - Bitermostato di comando [15-22°C / 78-85°C] - Regelthermostat 2-stufig [15-22°C / 78-85°C]

S5 Power switch level 1 + lamp - Commutateur de puissance 1er étage + lampe - Vermogenschakelaar 1 + lampje - Interruptor del primero nivel + luz - Interruttore luminoso del secondo livello di 

potenza - Stufenschalter 1 + Leuchte 

K1 Power relay 1 - level 1 - Relais de puissance 1 - étage 1 - Vermogensrelais 1 - trap 1 - Relé de potencia 1 - nivel 1 - Relè di potenza 1 - livello 1 - Leistung Relais 1 - Stufe 1

K3 Power relay 2 - level 1 - Relais de puissance 2 - étage 1 - Vermogensrelais 2 - trap 1 - Relé de potencia 2 - nivel 1 - Relè di potenza 2 - livello 1 - Leistung Relais 2 - Stufe 1

T1 Timer - Temporisateur - Timer - Temporizador - Temporizzatore - Zeitschalter - Przekaźnik czasowy - Реле времени включения второй ступени

S6 Power switch level 2 + lamp - Commutateur de puissance 2éme étage + lampe - Vermogenschakelaar 2 + lampje - Interruptor del segundo nivel + luz - Interruttore luminoso del secondo livello 

di potenza - Stufenschalter 2 + Leuchte

K2 Power relay 1 - level 2 - Relais de puissance 1 - étage 2 - Vermogensrelais 1 - trap 2 - Relé de potencia 1 - nivel 2 - Relè di potenza 1 - livello 2 - Leistung Relais 1 - Stufe 2

S7 Summer / winter switch + lamp - Commutateur été/hiver + lampe - Zomer / Winter schakelaar - Conmutador verano / invierno + luz - Interruttore luminoso estate/inverno - Sommer / Winter-

schalter + Leuchte

K4 Safety switch - Contacteur de sécurité - Veiligheidscontact - Contactor de seguridad - Contattore di sicurezza - Sicherheitsrelais

1-2 Phase - fase (230V ~ 50Hz)

3-4 Neutral - Neutre - Nul - Neutro - Null

5-6 Time clock or controller supply (optional) - Alimentation électrique pour un régulateur ou un programmateur journalier optionnel - Voedingsspanning voor Schakelklok of externeregeling (optio-

neel) - Alimentación eléctrica para optimizador o regulador (opcional) - Alimentazione elettrica per un regolatore o per un orologio per programmazione giornaliera (in opzione) - Strom Versorgung 

für Schaltuhr oder Regler (Optional)

7-8 Safety switch power supply - Alimentation du contacteur de sécurité - Veiligheidsrelais - Alimentación del contactor de seguridad - Alimentazione del contattore di sicurezza - Sicherheitss-

chalter

10-11 Stop Bridge or time clock switch control (optional) - Pont d’arrêt général ou commande du programmateur journalier optionnel - Aansluiting Schakelklok of regeling (optioneel) - Puente de 

parada general o interruptor del optimizador (opcional) - Ponte di arresto generale o comando di un orologio per programmazione giornaliera 

(in opzione) - Schaltuhr oder Regler Eingang (Optional)

12-13 Room thermostat (optional) - Thermostat d’ambiance (en option) - Omgevingsthermostaat (optioneel) - Termostato de ambiente (opcional) - Termostato ambiente (opzionale) - Raumthermostat 

(Optional)

14-15 Heating pump - Pompe chauffage - Warmtepomp - Circulador de calefacción - Circolatore di riscaldamento - Heizpumpe 

17-18 Relay K3 deactivated - Relais K3 désactivé - Desactivering van relais K3 - Descarga del relé K3 - Esclusione del relè K3 - Abschaltung Relais K3
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TB1 Terminal of power supply - Bornier d’alimentation électrique - Klemmenstrook vermogenscircuit - Bornes de potencia - Morsettiera di potenza - Anschlußklemme Stromversorgung

TB2 Terminal of control circuit - Bornier de commande - Klemmenstrook stuurstroomcircuit - Bornes de mando - Morsettiera di comando - Anschlußklemme Regelung

S8 Power selector - Sélecteur de puissance - Klemmenstrook vermogenskeuze - Selector de potencia - Selettore di potenza - Stufen Schalter

K1 Power relay 1 - level 1 - Relais de puissance 1 - étage 1 - Vermogensrelais 1 - trap 1 - Relé de potencia 1 - nivel 1 - Relè di potenza 1 - livello 1 - Leistung Relais 1 - Stufe 1

K2 Power relay 1 - level 2 - Relais de puissance 1 - étage 2 - Vermogensrelais 1 - trap 2 - Relé de potencia 1 - nivel 2 - Relè di potenza 1 - livello 2 - Leistung Relais 1 - Stufe 2 

K3 Power relay 2 - level 1 - Relais de puissance 2 - étage 1 - Vermogensrelais 2 - trap 1 - Relé de potencia 2 - nivel 1 - Relè di potenza 2 - livello 1 - Leistung Relais 2 - Stufe 1

K4 Safety switch - Contacteur de sécurité - Veiligheidscontact - Contactor de seguridad - Contattore di sicurezza - Sicherheitsrelais

E-Tech S 160 14,4 kW 12 kW 9,6 kW 7,2 kW
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Azul - Blu - Blau 

Bk : Black - Noir - Zwart - 
Negro - Nero - Schwarz 

Br : Brown - Brun - Bruin 
- Marrón - Marrone - 
Braun 

G :  Grey - Gris - Grijs - Gris - 
Grigio - Grau  

Or : Orange - Oranje - 
Naranja - Arancione 

Pk : Pink - Rose - Roze - 
Rosa 

R :  Red - Rouge - Rood - 
Rojo - Rosso - Rot 

V : Violet - Paars - Violeta - 
Viola -  Violett

W : White - Blanc - Wit - 
Blanco - Bianco - Weiß 

Y : Yellow - Jaune - Geel - 
Amarillo - Gallo - Gelb 

Y/Gr: Yellow/Green - Jaune/
Vert - Geel/Groen - 
Amarillo/Verde - Giallo/
Verde - Gelb/Grün
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CB Circuit breaker - Disjoncteur - Magnetothermische Schakelaar - Disyuntor magnetotérmico - Interruttore magnetotermico generale ON/OFF - Sicherung

S1 ON/OFF switch + lamp - Interrupteur ON/OFF + lampe - ON/OFF- schakelaar + lampje - Interruptor ON/OFF + luz - Interruttore luminoso ON/OFF - ON/OFF-Schalter + Leuchte 

S2 Manual reset safety thermostat [103°C] - Thermostat de sécurité à réarmement manuel [103°C] - Veiligheidsthermostaat met handmatige herinschakeling [103°C] - Termostato de seguridad de 

rearme manual [103°C] - Termostato di sicurezza a riarmo manuale [103°C] - Manuell entriegelbares Sicherheitsthermostat [103°C]

PS Low-water pressure switch - Pressostat de sécurité manque d’eau - Veiligheidsdrukschakelaar watergebrek - Presostato de seguridad en caso de falta de agua - Pressostato di sicurezza 

mancanza acqua - Wassermangelsicherung

DS1 Alarm - Alarme - Alarm - Alarma - Allarme - Alarm

S3 Control thermostat - Thermostat de commande - Regelthermostaat - Termostato de mando - Termostato di comando - Einstellthermostat 

S4 Two-stage control thermostat [15-22°C / 78-85°C] - Thermostat de commande deux étages [15-22°C / 78-85°C] - Tweetraps-regelthermostaat (15-22°C / 78-85°C) -  Termostato de regulación 

dos niveles [15-22°C / 78-85°C] - Bitermostato di comando [15-22°C / 78-85°C] - Regelthermostat 2-stufig [15-22°C / 78-85°C]

S5 Power switch level 1 + lamp - Commutateur de puissance 1er étage + lampe - Vermogenschakelaar 1 + lampje - Interruptor del primero nivel + luz - Interruttore luminoso del secondo livello di 

potenza - Stufenschalter 1 + Leuchte 

K1 Power relay 1 - level 1 - Relais de puissance 1 - étage 1 - Vermogensrelais 1 - trap 1 - Relé de potencia 1 - nivel 1 - Relè di potenza 1 - livello 1 - Leistung Relais 1 - Stufe 1

K3 Power relay 2 - level 1 - Relais de puissance 2 - étage 1 - Vermogensrelais 2 - trap 1 - Relé de potencia 2 - nivel 1 - Relè di potenza 2 - livello 1 - Leistung Relais 2 - Stufe 1

T1 Timer - Temporisateur - Timer - Temporizador - Temporizzatore - Zeitschalter - Przekaźnik czasowy - Реле времени включения второй ступени

S6 Power switch level 2 + lamp - Commutateur de puissance 2éme étage + lampe - Vermogenschakelaar 2 + lampje - Interruptor del segundo nivel + luz - Interruttore luminoso del secondo livello 

di potenza - Stufenschalter 2 + Leuchte

K2 Power relay 1 - level 2 - Relais de puissance 1 - étage 2 - Vermogensrelais 1 - trap 2 - Relé de potencia 1 - nivel 2 - Relè di potenza 1 - livello 2 - Leistung Relais 1 - Stufe 2

K4 Power relay 2 - level 2 - Relais de puissance 2 - étage 2 - Vermogensrelais 2 - trap 2 - Relé de potencia 2 - nivel 2 - Relè di potenza 2 - livello 2 - Leistung Relais 2 - Stufe 2

S7 Summer / winter switch + lamp - Commutateur été/hiver + lampe - Zomer / Winter schakelaar - Conmutador verano / invierno + luz - Interruttore luminoso estate/inverno - Sommer / Winter-

schalter + Leuchte

K5 Safety switch - Contacteur de sécurité - Veiligheidscontact - Contactor de seguridad - Contattore di sicurezza - Sicherheitsrelais

1-2 Phase - fase (230V ~ 50Hz)

3-4 Neutral - Neutre - Nul - Neutro - Null

5-6 Time clock or controller supply (optional) - Alimentation électrique pour un régulateur ou un programmateur journalier optionnel - Voedingsspanning voor Schakelklok of externeregeling (optio-

neel) - Alimentación eléctrica para optimizador o regulador (opcional) - Alimentazione elettrica per un regolatore o per un orologio per programmazione giornaliera (in opzione) - Strom Versorgung 

für Schaltuhr oder Regler (Optional)

7-8 Safety switch power supply - Alimentation du contacteur de sécurité - Veiligheidsrelais - Alimentación del contactor de seguridad - Alimentazione del contattore di sicurezza - Sicherheitss-

chalter

10-11 Stop Bridge or time clock switch control (optional) - Pont d’arrêt général ou commande du programmateur journalier optionnel - Aansluiting Schakelklok of regeling (optioneel) - Puente de 

parada general o interruptor del optimizador (opcional) - Ponte di arresto generale o comando di un orologio per programmazione giornaliera 

(in opzione) - Schaltuhr oder Regler Eingang (Optional)

12-13 Room thermostat (optional) - Thermostat d’ambiance (en option) - Omgevingsthermostaat (optioneel) - Termostato de ambiente (opcional) - Termostato ambiente (opzionale) - Raumthermostat 

(Optional)

14-15 Heating pump - Pompe chauffage - Warmtepomp - Circulador de calefacción - Circolatore di riscaldamento - Heizpumpe 

17-18 Relay K3 deactivated - Relais K3 désactivé - Desactivering van relais K3 - Descarga del relé K3 - Esclusione del relè K3 - Abschaltung Relais K3

19-20 Relay K4 deactivated - Relais K4 désactivé - Desactivering van relais K4 - Descarga del relé K4 - Esclusione del relè K4 - Abschaltung Relais K4
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TB1 Terminal of power supply - Bornier d’alimentation électrique - Klemmenstrook vermogenscircuit - Bornes de potencia - Morsettiera di potenza - Anschlußklemme Stromversorgung

TB2 Terminal of control circuit - Bornier de commande - Klemmenstrook stuurstroomcircuit - Bornes de mando - Morsettiera di comando - Anschlußklemme Regelung

S8 Power selector - Sélecteur de puissance - Klemmenstrook vermogenskeuze - Selector de potencia - Selettore di potenza - Stufen Schalter

K1 Power relay 1 - level 1 - Relais de puissance 1 - étage 1 - Vermogensrelais 1 - trap 1 - Relé de potencia 1 - nivel 1 - Relè di potenza 1 - livello 1 - Leistung Relais 1 - Stufe 1

K2 Power relay 1 - level 2 - Relais de puissance 1 - étage 2 - Vermogensrelais 1 - trap 2 - Relé de potencia 1 - nivel 2 - Relè di potenza 1 - livello 2 - Leistung Relais 1 - Stufe 2 

K3 Power relay 2 - level 1 - Relais de puissance 2 - étage 1 - Vermogensrelais 2 - trap 1 - Relé de potencia 2 - nivel 1 - Relè di potenza 2 - livello 1 - Leistung Relais 2 - Stufe 1

K4 Power relay 2 - level 2 - Relais de puissance 2 - étage 2 - Vermogensrelais 2 - trap 2 - Relé de potencia 2 - nivel 2 - Relè di potenza 2 - livello 2 - Leistung Relais 2 - Stufe 2

K5 Safety switch - Contacteur de sécurité - Veiligheidscontact - Contactor de seguridad - Contattore di sicurezza - Sicherheitsrelais

E-Tech S 240 28,8 kW 26,4 kW 24 kW 21,6 kW 14,4 kW
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CB Circuit breaker - Disjoncteur - Magnetothermische Schakelaar - Disyuntor magnetotérmico - Interruttore magnetotermico generale ON/OFF - Sicherung

S1 ON/OFF switch + lamp - Interrupteur ON/OFF + lampe - ON/OFF- schakelaar + lampje - Interruptor ON/OFF + luz - Interruttore luminoso ON/OFF - ON/OFF-Schalter + Leuchte 

S2 Manual reset safety thermostat [103°C] - Thermostat de sécurité à réarmement manuel [103°C] - Veiligheidsthermostaat met handmatige herinschakeling [103°C] - Termostato de seguridad de rearme manual [103°C] - 

Termostato di sicurezza a riarmo manuale [103°C] - Manuell entriegelbares Sicherheitsthermostat [103°C]

PS Low-water pressure switch - Pressostat de sécurité manque d’eau - Veiligheidsdrukschakelaar watergebrek - Presostato de seguridad en caso de falta de agua - Pressostato di sicurezza mancanza acqua - Wasserman-

gelsicherung

DS1 Alarm - Alarme - Alarm - Alarma - Allarme - Alarm

S3 Control thermostat - Thermostat de commande - Regelthermostaat - Termostato de mando - Termostato di comando - Einstellthermostat 

S4 Two-stage control thermostat [15-22°C / 78-85°C] - Thermostat de commande deux étages [15-22°C / 78-85°C] - Tweetraps-regelthermostaat (15-22°C / 78-85°C) -  Termostato de regulación dos niveles [15-22°C / 78-

85°C] - Bitermostato di comando [15-22°C / 78-85°C] - Regelthermostat 2-stufig [15-22°C / 78-85°C]

S5 Power switch level 1 + lamp - Commutateur de puissance 1er étage + lampe - Vermogenschakelaar 1 + lampje - Interruptor del primero nivel + luz - Interruttore luminoso del secondo livello di potenza - Stufenschalter 1 + 

Leuchte 

K1 Power relay 1 - level 1 - Relais de puissance 1 - étage 1 - Vermogensrelais 1 - trap 1 - Relé de potencia 1 - nivel 1 - Relè di potenza 1 - livello 1 - Leistung Relais 1 - Stufe 1

K3 Power relay 2 - level 1 - Relais de puissance 2 - étage 1 - Vermogensrelais 2 - trap 1 - Relé de potencia 2 - nivel 1 - Relè di potenza 2 - livello 1 - Leistung Relais 2 - Stufe 1

S6 Night load thermostat [95°C max.] - Thermostat de charge en heure creuse [95°C max.] - Daluren thermostaat (95°C max.) - Termostato de carga en horas de poca actividad [95°C] - Termostato di carico in fascia nottur-

na  - [95°C max.] - Regelthermostat 2-stufig [15-22°C / 78-85°C]

S7 Power switch level 2 + lamp - Commutateur de puissance 2éme étage + lampe - Vermogenschakelaar 2 + lampje - Interruptor del segundo nivel + luz - Interruttore luminoso del secondo livello di potenza - Stufenschalter 

2 + Leuchte

K2 Power relay 1 - level 2 - Relais de puissance 1 - étage 2 - Vermogensrelais 1 - trap 2 - Relé de potencia 1 - nivel 2 - Relè di potenza 1 - livello 2 - Leistung Relais 1 - Stufe 2

K4 Power relay 2 - level 2 - Relais de puissance 2 - étage 2 - Vermogensrelais 2 - trap 2 - Relé de potencia 2 - nivel 2 - Relè di potenza 2 - livello 2 - Leistung Relais 2 - Stufe 2

T1 Booster timer preset at one hour - Minuterie du Booster préréglée à une heure - Booster timer (ingesteld op 1 uur) - Relé calibrador programado para un período de una hora

 - Relè temporizzato - 

K5 Reverse current relay - Relais inverseur - Omschakelrelais - Relé inversor de corriente - Relè di inversione - 

DS2 On Peak indicator light - Signal de fonctionnement en heure creuse - Indicatielamp daluren - Indicador de funcionamiento en horas de poca actividad - Indicatore di funzionamento in fascia notturna - On Peak 

Leuchte

DS3 Booster indicator light - Signal de fonctionnement du booster - Indicatielamp Booster - Indicador de funcionamiento en elevada potencia - Booster Leuchte

PB Booster switch - Interrupteur du Booster - Booster schakelaar - Interruptor elevador de potencia - Interruttore del Booster - Booster Schalter

SB Summer / winter switch + lamp - Commutateur été/hiver + lampe - Zomer / Winter schakelaar - Conmutador verano / invierno + luz - Interruttore luminoso estate/inverno - Sommer / Winterschalter + Leuchte

B Heating pump - Pompe chauffage - Warmtepomp - Circulador de calefacción - Circolatore di riscaldamento - Heizpumpe 

K5 Safety switch - Contacteur de sécurité - Veiligheidscontact - Contactor de seguridad - Contattore di sicurezza - Sicherheitsrelais

1-2 Time clock or controller supply (optional) - Alimentation électrique pour un régulateur ou un programmateur journalier optionnel - Voedingsspanning voor Schakelklok of externeregeling (optioneel) - Alimentación eléctrica 

para optimizador o regulador (opcional) - Alimentazione elettrica per un regolatore o per un orologio per programmazione giornaliera (in opzione) - Strom Versorgung für Schaltuhr oder Regler (Optional)

3-4 Stop Bridge or time clock switch control (optional) - Pont d’arrêt général ou commande du programmateur journalier optionnel - Aansluiting Schakelklok of regeling (optioneel) - Puente de parada general o interruptor 

del optimizador (opcional) - Ponte di arresto generale o comando di un orologio per programmazione giornaliera (in opzione) - Schaltuhr oder Regler Eingang (Optional)

5-6 Day / night signal - Signal jour / nuit - Inschakelen daluren - Señal día / noche - Segnale giorno / notte - Tag / Nacht-Signal

7-8 Room thermostat (optional) - Thermostat d’ambiance (en option) - Omgevingsthermostaat (optioneel) - Termostato de ambiente (opcional) - Termostato ambiente (opzionale) - Raumthermostat (Optional)

9-10 Relay K1 deactivated - Relais K1 désactivé - Desactivering van relais K1 - Descarga del relé K1 - Esclusione del relè K1 - Abschaltung Relais K1

11-12 Relay K3 deactivated - Relais K3 désactivé - Desactivering van relais K3 - Descarga del relé K3 - Esclusione del relè K3 - Abschaltung Relais K3

13-14 Relay K2 deactivated - Relais K2 désactivé - Desactivering van relais K2 - Descarga del relé K2 - Esclusione del relè K2 - Abschaltung Relais K2

15-16 Relay K4 deactivated - Relais K4 désactivé - Desactivering van relais K4 - Descarga del relé K4 - Esclusione del relè K4 - Abschaltung Relais K413
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B :  Blue - Bleu - Blauw - Azul - Blu - Blau 

Bk : Black - Noir - Zwart - Negro - Nero - Schwarz 

Or : Orange - Oranje - Naranja - Arancione 

R :  Red - Rouge - Rood - Rojo - Rosso - Rot 
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TB1 Terminal of power supply - Bornier d’alimentation électrique - Klemmenstrook vermogenscircuit - Bornes de potencia - Morsettiera di potenza - Anschlußklemme Stromversorgung

TB2 Terminal of control circuit - Bornier de commande - Klemmenstrook stuurstroomcircuit - Bornes de mando - Morsettiera di comando - Anschlußklemme Regelung

K1 Power relay 1 - level 1 - Relais de puissance 1 - étage 1 - Vermogensrelais 1 - trap 1 - Relé de potencia 1 - nivel 1 - Relè di potenza 1 - livello 1 - Leistung Relais 1 - Stufe 1

K2 Power relay 1 - level 2 - Relais de puissance 1 - étage 2 - Vermogensrelais 1 - trap 2 - Relé de potencia 1 - nivel 2 - Relè di potenza 1 - livello 2 - Leistung Relais 1 - Stufe 2 

K3 Power relay 2 - level 1 - Relais de puissance 2 - étage 1 - Vermogensrelais 2 - trap 1 - Relé de potencia 2 - nivel 1 - Relè di potenza 2 - livello 1 - Leistung Relais 2 - Stufe 1

K4 Power relay 2 - level 2 - Relais de puissance 2 - étage 2 - Vermogensrelais 2 - trap 2 - Relé de potencia 2 - nivel 2 - Relè di potenza 2 - livello 2 - Leistung Relais 2 - Stufe 2

K6 Safety switch - Contacteur de sécurité - Veiligheidscontact - Contactor de seguridad - Contattore di sicurezza - Sicherheitsrelais

E-Tech S 380 28,8 kW 21,6 kW 14 kW 7,2 kW

Three
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1. Auxiliary connection DHW or for an op-
tional T&P valve.

2. Electrical support

3. Control panel

4. Dry well for limit thermostats [90°C max] 
and thermometer bulbs

5. Low-water pressure switch

6. Thermal insulation

7. Dip tube

8. Dry well for control thermostat, safety 
thermostat [103°C] and bulbs.

9. Primary circuit

10. Cold water inlet

11. Heating pump

12. Heating circuit outlet

13. DHW outlet

14. Safety valve (3 bar)

15. Primary expansion vessel

16. Stainless steel tank [DHW]

17. Heating circuit return

18. Drain valve

19. Electrical heating elements

1. Raccordement pour une boucle sanitaire 
ou pour une soupape de sécurité addi-
tionnelle en option

2. Support électrique

3. Tableau de commande

4. Doigt de gant pour les bulbes du thermo-
mètre et du thermostat limite [90°C max]

5. Pressostat de sécurité manque d’eau

6. Isolation thermique

7. Plonge sanitaire

8. Doigt de gant pour les bulbes du ther-
mostat de commande et du thermostat 
de sécurité [103°C]

9. Circuit primaire

10. Entrée eau froide sanitaire

11. Pompe chauffage

12. Départ circuit chauffage

13. Départ eau chaude sanitaire

14. Soupape de sécurité (3 bar)

15. Vase d’expansion du circuit primaire

16. Réservoir sanitaire en acier inoxydable

17. Retour circuit chauffage

18. Robinet de vidange

19. Résistances chauffantes

1. Extra aansluiting voor veiligheidsventiel

2. 2. Elektrische aansluitingen

3. 3. Bedieningspaneel

4. 4. Dompelbuis maximaal thermostaat (90°C 
max) en thermometer

5. 5. Waterdrukschakelaar

6. 6. Isolatie

7. 7. Koudwaterinlaatbuis

8. 8. Dompelbuis regelthermostaat en veilig-
heidsthermostaat (103°C)

9. 9. Primaire (CV) circuit

10. 10. Koudwateraansluiting

11. 11. CV pomp

12. 12. CV aanvoer aansluiting

13. 13. Warmwateraansluiting

14. 14. Veiligheidsventiel (3 bar)

15. 15. Expansievat

16. 16. RVS tank (warm tapwater)

17. 17. CV retour aansluiting

18. 18. Aftapkraan

19. 19. Elektrische verwarmingselementeng

DE ES IT

1. Zusätzlicher Anschluß für optionales 
Ventil.

2. Elektrischer Auflage

3. Bedienfeld

4. Tauchruhr für Temperatur Begrenzer 
(90°) und Thermometers

5. Wassermangelschalter

6. Isolierung

7. Tauchrohr

8. Tauchrohr für Regelthermostat, Sicher-
heitsthermostat (103°C) und Thermo-
meter Fühler.

9. Heizkreislauf

10. Kaltwassereingang

11. Heizungspumpe

12. Heizungsvorlauf

13. Warmwasserausgang

14. Sicherheitsventil (3 bar)

15. Ausdehnungsgefäß Heizkreislauf

16. Edelstahl-Bruchwasserspeicher

17. Heizungsrücklauf

18. Entleerungsventil

19. Elektroheizelement

1. Conexión del retorno agua sanita-
ria o para una válvula de seguridad 
adicional (opcional)

2. Apoyo eléctrico

3. Panel de mandos

4. Vaina para los bulbos del termó-
metro y del termostato límite [90°C 
máx]

5. Presostato de seguridad en caso 
de falta de agua

6. Aislamiento térmico

7. Penetración PVCC

8. Vaina para los bulbos del termos-
tato de regulación y del termostato 
de seguridad [103°C]

9. Circuito primario

10. Llegada agua fría sanitaria

11. Bomba de calefacción

12. Salida circuito primario

13. Salida agua caliente sanitaria

14. Válvula de seguridad (3 bar)

15. Vaso de expansión del circuito pri-
mario

16. Depósito interno de acero inoxida-
ble

17. Retorno circuito primario

18. Grifo de vaciado

19. Resistencias calentadoras

1. Collegamento per il ricircolo dell’ac-
qua sanitaria o per una valvola di si-
curezza supplementare (opzionale)

2. Quadro elettrico

3. Pannello di comando

4. Pozzetto per i bulbi del termometro 
e del termostato limite [90°C max]

5. Pressostato mancanza acqua

6. Coibentazione termica

7. Tubo di immersione

8. Pozzetto per i bulbi del termostato 
di regolazione e del termostato di 
sicurezza [103°C max]

9. Circuito primario

10. Ingresso acqua fredda sanitaria

11. Circolatore di riscaldamento

12. Mandata circuito di riscaldamento

13. Mandata acqua calda sanitaria

14. Valvola di sicurezza (3 bar)

15. Vaso di espansione circuito prima-
rio

16. Serbatoio interno in acciaio inossi-
dabile

17. Ritorno circuito di riscaldamento

18. Rubinetto di scarico

19. Resistenze elettriche di riscalda-
mento
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1. Safety valve (3 bar)

2. Auxiliary connection DHW or for an op-
tional T&P valve.

3. Dry well for limit thermostats [90°C max] 
and thermometer bulbs

4. Control panel

5. Low-water pressure switch

6. Primary expansion vessel

7. Electrical support

8. Dry well for control thermostat, safety 
thermostat [103°C] and night load ther-
mostat [95°C] bulbs.

9. Drain valve

10. Cold water inlet

11. Heating pump

12. Heating circuit outlet

13. DHW outlet

14. Thermal insulation

15. Dip tube

16. Stainless steel tank [DHW]

17. Heating circuit return

18. Primary circuit

19. Electrical heating elements

1. Soupape de sécurité (3 bar)

2. Raccordement pour une boucle sanitaire 
ou pour une soupape de sécurité addi-
tionnelle en option

3. Doigt de gant pour les bulbes du thermo-
mètre et du thermostat limite [90°C max]

4. Tableau de commande

5. Pressostat de sécurité manque d’eau

6. Vase d’expansion du circuit primaire

7. Support électrique

8. Doigt de gant pour les bulbes du ther-
mostat de commande, du thermostat 
de sécurité [103°C] et du thermostat de 
charge en heure creuse [95°C]

9. Robinet de vidange

10. Entrée eau froide sanitaire

11. Pompe chauffage

12. Départ circuit chauffage

13. Départ eau chaude sanitaire

14. Isolation thermique

15. Plonge sanitaire

16. Réservoir sanitaire en acier inoxydable

17. Retour circuit chauffage

18. Circuit primaire

19. Résistances chauffantes

1. Veiligheidsventiel (3 bar)

2. 2. Extra aansluiting voor veiligheidsventiel

3. 3. Dompelbuis maximaal thermostaat (90°C 
max) en thermometer

4. 4. Bedieningspaneel

5. 5. Waterdrukschakelaar

6. 6. Expansievat

7. 7. Elektrische aansluitingen

8. 8. Dompelbuis regelthermostaat en veilig-
heidsthermostaat (103°C)

9. 9. Aftapkraan

10. 10. Koudwaterinlaatbuis

11. 11. CV pomp

12. 12. CV aanvoer aansluiting

13. 13. Warmwateraansluiting

14. 14. Isolatie

15. 15. Koudwaterinlaatbuis

16. 16. RVS tank (warm tapwater)

17. 17. CV retour aansluiting

18. 18. Primaire (CV) circuit

19. 19. Elektrische verwarmingselementen

DE ES IT

1. Sicherheitsventil (3 bar)

2. Zusätzlicher Anschluß für optionales 
Ventil.

3. Tauchrohr für Regelthermostat, Sicher-
heitsthermostat (103°C) und Thermo-
meter Fühler.

4. Bedienfeld

5. Wassermangelschalter

6. Ausdehnungsgefäß Heizkreislauf

7. Elektrischer Auflage

8. Tauchrohr für Regelthermostat, Sicher-
heitsthermostat (103°C) und Nachtlade-
Thermostat (95°C) Fühler.

9. Entleerungsventil

10. Kaltwassereingang

11. Heizungspumpe

12. Heizungsvorlauf

13. Warmwasserausgang

14. Isolierung

15. Tauchrohr

16. Edelstahl-Bruchwasserspeicher

17. Heizungsrücklauf

18. Heizkreislauf

19. Elektroheizelement

1. Válvula de seguridad (3 bar)

2. Conexión del retorno agua sanita-
ria o para una válvula de seguridad 
adicional (opcional)

3. Vaina para los bulbos del termó-
metro y del termostato límite [90°C 
máx]

4. Panel de mandos

5. Presostato de seguridad en caso 
de falta de agua

6. Vaso de expansión del circuito pri-
mario

7. Apoyo eléctrico

8. Vaina para los bulbos del termosta-
to de regulación, del termostato de 
seguridad [103°C] y del termostato 
de carga en horas de poca activi-
dad [95°C]

9. Grifo de vaciado

10. Llegada agua fría sanitaria

11. Bomba de calefacción

12. Salida circuito primario

13. Salida agua caliente sanitaria

14. Aislamiento térmico

15. Penetración PVCC

16. Depósito interno de acero inoxida-
ble

17. Retorno circuito primario

18. Circuito primario

19. Resistencias calentadoras

1. Valvola di sicurezza (3 bar)

2. Collegamento per il ricircolo dell’ac-
qua sanitaria o per una valvola di si-
curezza supplementare (opzionale)

3. Pozzetto per i bulbi del termometro 
e del termostato limite [90°C max]

4. Pannello di comando

5. Pressostato mancanza acqua

6. Vaso di espansione circuito prima-
rio

7. Quadro elettrico

8. Pozzetto per i bulbi del termostato 
di regolazione, del termostato di si-
curezza [103°C max] e del termosta-
to di carico in fascia notturna [95°C]

9. Rubinetto di scarico

10. Ingresso acqua fredda sanitaria

11. Circolatore di riscaldamento

12. Mandata circuito di riscaldamento

13. Mandata acqua calda sanitaria

14. Coibentazione termica

15. Tubo di immersione

16. Serbatoio interno in acciaio inossi-
dabile

17. Ritorno circuito di riscaldamento

18. Circuito primario

19. Resistenze elettriche di riscalda-
mento
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  Product Fiche: E-Tech S 04/04/2021 
 Referring to EU Commission Delegated Regulation No 811/2013 

File: A1006920-Product fiche E-Tech S_2019[1].docx  A1006920 

a) Supplier:  ACV International    Oude Vijverweg, 6   1653 Dworp (Belgium) 
 

b)  Supplier’s model: Etech-S 160  
Mono/Tri 

Etech-S 240 Etech-S 380 

c) Medium temperature application 
Declared load profile for water 
heating: 

XL XL XL 

d) Seasonal space heating energy 
efficiency class: 
Water heating efficiency class : 

D 
 

C 

D 
 

C 

D 
 

E 
e) Rated heat output 14,4 kW 28,8 kW 28,8 kW 
f) Annual energy consumption for 

space heating: 
Annual energy consumption for water 
heating: 

30556 kWh 
 

11150 kWh 

62987 kWh 
 

11185 kWh 

62987 kWh 
 

13130 kWh 

g) Seasonal space heating efficiency: 
Water heating efficiency : 

37 % 
38 % 

37 % 
38% 

37 % 
33 % 

h) Sound power level indoors LWA: 30 dB 30 dB 30 dB 
i) This appliance is able to work only 

during off-peak hours: 
N N N 

 
j) Specific precautions when assembled, installed and maintained: 

See installation and maintenance manual 
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ACV International
Oude Vijverweg, 6
B-1653 Dworp
Belgium
belgium.service@acv.com
www.acv.com


